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1400 Black Horse Hill, Coatesville, PA

 1/8" = 1'-0"
1 1st FLOOR HVAC PLAN

KEY NOTEKEY NOTE

12 PROVIDE 85 CFM VENTILATION AND 85 CFM EXHAUST FOR  EXISTING
FCU.

13 PROVIDE 125 CFM VENTILATION AND 110 CFM EXHAUST FOR FCU.

14 PROVIDE 125 CFM VENTILATION AND 105 CFM EXHAUST FOR EXISTING
FCU.

15 PROVIDE 100 CFM VENTILATION AND 100 CFM EXHAUST FOR EXISTING
FCU.

16 PROVIDE 65 CFM VENTILATION AND 45 CFM EXHAUST FOR EXISTING
FCU.

17 PROVIDE 50 CFM VENTILATION AND 50 CFM EXHAUST FOR EXISTING
FCU.

18 PROVIDE 105 CFM VENTILATION AND 105 CFM EXHAUST FOR EXISTING
FCU.

19 PROVIDE 35 CFM VENTILATION AND 0 CFM EXHAUST FOR EXISTING
FCU.

20 PROVIDE 190 CFM VENTILATION AND 260 CFM EXHAUST FOR EXISTING
FCU.

21 VA PROVIDED, CONTRACTOR INSTALLED.

22 EXISTING HYDRONIC BASEBOARD.

23 16X16 EXHAUST DUCT UP TO EF-1 ON ROOF. REUSE EXISTING ROOF
OPENING FROM PREVIOUS SYSTEM. MODIFY AS NECESSARY TO FIT
NEW DUCT.

24 MANUAL VOLUME DAMPER (MVD) TYPICAL. DAMPER SHALL BE HEAVY
DUTY TYPE WITH LOCKING QUADRANT.

25 FIRE DAMPER, TYPICAL.

KEY NOTE

1 EXISTING FAN COIL UNIT.

2 10X10 EXHAUST DUCT UP TO EF-2 ON ROOF. REUSE EXISTING ROOF
OPENING FROM PREVIOUS SYSTEM. MODIFY AS NECESSARY TO FIT
NEW DUCT.

3 10X10 EXHAUST DUCT UP TO EF-3 ON ROOF.

4 DOOR UNDERCUT 3/4" FOR AIR TRANSFER INTO THE SPACE.

5 LOUVER TO MATCH ENCLOSURE'S PANEL SIZE. SEE ARCHITECTURAL
ELEVATION FOR EXACT LOCATION. VERIFY WITH MECHANICAL
ENGINEER IF LOUVER NEEDS TO BE SMALLER THAN SHOWN ON
SCHEDULE BEFORE PURCHASING AND INSTALLING.

6 8x8 EXHAUST DUCT UP TO GOOSE NECK.

7 PROVIDE 30 CFM VENTILATION AND 30 CFM EXHAUST FOR EXISTING
FCU.

8 PROVIDE 85 CFM VENTILATION AND 0 CFM EXHAUST FOR FCU.

9 PROVIDE 150 CFM VENTILATION AND 150 CFM EXHAUST FOR EXISTING
FCU.

10 PROVIDE 90 CFM VENTILATION AND 100 CFM EXHAUST FOR EXISTING
FCU.

11 PROVIDE 220 CFM VENTILATION AND 120 CFM EXHAUST FOR EXISTING
FCU.

1. ALL RUNS TO SUPPLY, RETURN, OR EXHAUST AIR TERMINALS SHALL BE
THE SAME SIZE AS THE TERMINAL'S NECK SIZE UNLESS NOTED
OTHERWISE.

2. SEE 1-MP111 FOR THERMOSTATS LOCATION.
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